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Jim_Burby to: Dave, Ryan, Dorothy 09/04/2012 01:50 PM
cassie.sundquist, Chris_Starr, ed.schriever, gary.byrne, Chris

Cc: Gebhardt, Jared.M.Frank, jerry.mcgehee, Kim_Hubbard,
Larry_Telles, Logan.L.Negherbon, Nathan_Wiese, Steve_Yundt,

RE: Clearwater intake pipe repair.
Dave K - Do the new pipes/ welds at Dworskak need to be coated
to prevent rust?

Thank you.

Jim Burby, PE

503/231-6252

Fax 503/231-6847

U.S. Fish & Wildlife Service
Division of Engineering

911 NE 11th Avenue

Portland, OR 97232-4181

jim_burby@fws.gov

7 Jack Christiansen/R1/FWS/DOI

Jack
Christiansen/
R1/FWS/DOI

ToJared.M.Frank@usace.army.mil,
09/04/2012 Logan.L.Negherbon@usace.army.mil,
12:07 PM jerry.mcgehee@idfg.idaho.gov, Chris

Star/ESBO/R1/FWS/DOI, Steve
Yundt/R1/FWS/DOI, Jim Burby/RO/R1/FWS/DOI,
gary.byrne@idfg.idaho.gov,
ed.schriever@idfg.idaho.gov,
cassie.sundquist@idfg.idaho.gov,
Gebhardt.Chris@epamail.epa.gov, Larry
Telles/R1/FWS/DOI@FWS, Kim
Hubbard/R1/FWS/DOI@FWS

ccNathan Wiese/MOBILE/R1/FWS/DOI
SubjectFw: IMG00019-20120904-0811.jpg



All,

The 24" pipeline connection needed at Dworshak between the 42" and 30" concrete cylinder pipes to
facilitate Burrows Pond cleaning of System 3 has been completed as scheduled. Nate and | will be trying it
out a little later today and wilt let you know the results.

Thanks for all your help and patience,

Jack
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